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Mounting instruction LedgeCircle

121205 Rev. E05 - 0122

NB!	 For installation of fittings with Sensor please find 
	 additional information in separate Sensor manual
	 on www.defa.com or scan enclosed QR-code.
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Spacers
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Open
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1 Push in
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3  Turn
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2  Pull out

SwitchDim (max 25 units)

L	 N	 DA/N	 DA/L

NB!
Connect DA/N to N

L
N

L
N

DALI

DALI

Switch

L	 N	 DA/N	 DA/L

NB!
Connect DA/N to N

DALI

L	 N	 DA/N	 DA/L L	 N	 DA/N	 DA/L
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LightAdjust settings

Detection	 Hold	 Daylight	 Standby	 Standby 
range	 period	 sensor	 period	 dim level





I

II

III

IV

1	 2		  3	 4		  5	 6		  7	 8 		  9

	 	 100%	 	 	 5s	 	 	 Off	 	 	 0s	 	 10%

	 	  75%	 	 	 30s	 	 	 50lux	 	 	 10s	 	 30%

	 	  50%	 	 	 3m	 	 	 10lux	 	 	 30m	 	

	 	  Off	 	 	 10m	 	 	 5lux	 	 	   	 	

Sensor settings

Table 1.1 Standard OnOff 3000K Table 1.2 Standard OnOff 4000K

Table 2.1 MinMaxOff 3000K Table 2.2 MinMaxOff 4000K


